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ltem Each Description Specification Remarks
1 1 TAPPING SLEEVE STAINLESS STEEL
2 1 VALVE BOX ASSEMBLY Per. std. dwg. #9-A
3 1 TAPPING GATE VALVE AWWA Std. C500-80
4 DUCTILE IRON PIPE Cl. 50, Tyton Joint, CL Length Varies
5 CC x COMPRESSION CORP. STOP Quantity Varies
6 1 MJxMJ 90° ELBOW
7 SERVICE SADDLE Size/ # Varies
8 1 MJ CAP
9
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Typical Manifold installation for multiple sevices.




